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Thermal Imaging to Identify 
Air Leaks, Sample Report 
Most of these thermal images show heat 
loss at the exterior facing walls.  The bluish 
areas seen in the photos taken from inside 
show areas of heat loss.  A few thermal 
images were taken in the attic, and in these 
images the reddish areas show heat loss.  
Insulating / sealing these areas should 
reduce your heating and cooling costs. 
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11/3/2008 9:07:04 AM 
Turn off and unplug computers when not in use to save on 
your electric bills. 
 

 

 

 
IR000146.IS2 
11/10/2008 9:00:06 AM 
This is a freezer.  The reddish areas are the heat generated 
from this freezer.  Additional freezers and refrigerators can 
be wasted energy if there are not many items inside.  And 
newer refrigerators and freezers are much more efficient 
than older ones. 
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1/17/2009 1:46:29 PM 
The reddish area shows a large duct leak located under the 
duct.  This would have been very difficult or impossible to 
find without thermal imaging. 
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1/17/2009 2:19:42 PM 
Heat shows at the breakers at the electric panel.  This photo 
is to demonstrate the ability of our thermal camera to detect 
small temperature differences. 
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1/17/2009 2:23:25 PM 
This thermal image is meant to show the unique ability of 
our thermal camera; it "sees" heat. 
 

 

 

 
IR000273.IS2 
1/19/2009 2:19:51 PM 
This image shows the water level inside the toilet tank (not 
a defect, this just shows the ability of our thermal camera).  
Also a small leak can be seen under the toilet located at the 
temperature marker.  This leak was not seen on the white 
vinyl floor. 
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